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§127.1111

(1) 54 1ux (b foot-candles) at any load-
ing flange; and

(2) 11 lux (1 foot-candle) for the re-
mainder of the marine transfer area for
LHG.

§127.1111 Communication systems.

(a) The marine transfer area for LHG
must possess a communication system
that enables continuous two way voice
communication between the person in
charge of transfer aboard the vessel
and the person in charge of transfer for
the facility.

(b) The communication system re-
quired by paragraph (a) of this section
may consist either of fixed or portable
telephones or of portable radios. The
system must be usable and effective in
all phases of the transfer and all
weather at the facility.

(c) Devices used to comply with para-
graph (a) of this section during the
transfer of a flammable LHG must be
listed as intrinsically safe by Under-
writers Laboratories, Inc., Factory Mu-
tual Research Corporation, or other
independent laboratory recognized by
NFPA, for use in the hazardous loca-
tion in which it is used.

§127.1113 Warning signs.

(a) The marine transfer area for LHG
must have warning signs that—

(1) Meet paragraph (b) of this section;

(2) Can be seen from the shore and
the water; and,

(3) Except as provided in paragraph
(c) of this section, bear the following
text:

Warning
Dangerous Cargo
No visitors

No Smoking

No Open Lights

(b) Each letter on the sign must be—

(1) In block style;

(2) Black on a white background; and

(3) At least 7.6 centimeters (3 inches)
high.

(c) The words ‘“No Smoking”’ and ‘“No
Open Lights” may be omitted when the
product being transferred is not flam-
mable.
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§127.1203 Gas detection.

(a) Bach waterfront facility handling
LHG that transfers a flammable LHG
must have at least two portable gas de-
tectors, or a fixed gas detector, in the
marine transfer area for LHG. Each de-
tector must be capable of indicating
whether the concentration of flam-
mable vapors exceeds 30% of the Lower
Flammable Limit for each flammable
product being transferred and must
meet ANSI S12.13, Part 1.

(b) Each waterfront facility handling
LHG that transfers a toxic LHG, other
than anhydrous ammonia, must have
at least two portable gas detectors, or
a fixed gas detector, available in the
area. The detectors must be capable of
showing whether the concentration of
each toxic LHG being transferred is
above, at, or below any Permissible Ex-
posure Limit listed in 29 CFR 1910.1000,
Table Z-1 or Z-2.

(c) Each gas detector required by
paragraph (a) or (b) of this section
must serve to detect leaks, check
structures for gas accumulations, and
indicate workers’ exposure to toxic
gases in the area.

[CGD 88-049, 60 FR 39797, Aug. 3, 1995; 60 FR
49509, Sept. 26, 1995]

§127.1205

(a) Each piping system used to trans-
fer LHG or its vapors to or from a ves-
sel must have a quick-closing shutoff
valve to stop the flow of liquid and
vapor from the waterfront facility han-
dling LHG if a transfer hose or loading
arm fails. This valve may be the isola-
tion valve with a bleed connection re-
quired by §127.1101(c).

(b) The valve required by paragraph
(a) of this section must be located as
near as practicable to the terminal
manifold or loading-arm connection
and must—

(1) Close on loss of power;

(2) Close from the time of activation
in 30 seconds or less;

(3) Be capable of local manual closing
and remotely controlled closing; and,

(4) If the piping system is used to
transfer a flammable LHG, either have
fusible elements that melt at less than

Emergency shutdown.
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